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structures and components requiring
aging management review in accord-
ance with §54.21(a) for license renewal
have been identified and that the ef-
fects of aging on the functionality of
such structures and components will be
managed to maintain the CLB such
that there is an acceptable level of
safety during the period of extended
operation.

Nuclear power plant means a nuclear
power facility of a type described in 10
CFR 50.21(b) or 50.22.

Time-limited aging analyses, for the
purposes of this part, are those licensee
calculations and analyses that:

(1) Involve systems, structures, and
components within the scope of license
renewal, as delineated in §54.4(a);

(2) Consider the effects of aging;

(3) Involve time-limited assumptions
defined by the current operating term,
for example, 40 years;

(4) Were determined to be relevant by
the licensee in making a safety deter-
mination;

(5) Involve conclusions or provide the
basis for conclusions related to the ca-
pability of the system, structure, and
component to perform its intended
functions, as delineated in §54.4(b); and

(6) Are contained or incorporated by
reference in the CLB.

(b) AIll other terms in this part have
the same meanings as set out in 10 CFR
50.2 or Section 11 of the Atomic Energy
Act, as applicable.

§54.4 Scope.

(a) Plant systems, structures, and
components within the scope of this
part are—

(1) Safety-related systems, struc-
tures, and components which are those
relied upon to remain functional dur-
ing and following design-basis events
(as defined in 10 CFR 50.49 (b)(1)) to en-
sure the following functions—

(i) The integrity of the reactor cool-
ant pressure boundary;

(ii) The capability to shut down the
reactor and maintain it in a safe shut-
down condition; or

(iii) The capability to prevent or
mitigate the consequences of accidents
that could result in potential offsite
exposure comparable to the guidelines
in §50.34(a)(1) or §100.11 of this chapter,
as applicable.
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(2) AIll nonsafety-related systems,
structures, and components whose fail-
ure could prevent satisfactory accom-
plishment of any of the functions iden-
tified in paragraphs (a)(1)(i), (ii), or (iii)
of this section.

(3) All systems, structures, and com-
ponents relied on in safety analyses or
plant evaluations to perform a function
that demonstrates compliance with the
Commission’s regulations for fire pro-
tection (10 CFR 50.48), environmental
qualification (10 CFR 50.49), pressurized
thermal shock (10 CFR 50.61), antici-
pated transients without scram (10
CFR 50.62), and station blackout (10
CFR 50.63).

(b) The intended functions that these
systems, structures, and components
must be shown to fulfill in §54.21 are
those functions that are the bases for
including them within the scope of li-
cense renewal as specified in para-
graphs (a)(1)-(3) of this section.

[60 FR 22491, May 8, 1995, as amended at 61
FR 65175, Dec. 11, 1996]

EFFECTIVE DATE NOTE: At 61 FR 65175, Dec.
11, 1996, §54.4 was amended by revising para-
graph (a)(1)(iii), effective Jan. 10, 1997. For
the convenience of the user, the superseded
text is set forth as follows:

§54.4 Scope.

(a * Kk *

(1)***

(iii) The capability to prevent or
mitigate the consequences of accidents
that could result in potential offsite
exposure comparable to the 10 CFR
Part 100 guidelines.

* * * * *

8§54.5 Interpretations.

Except as specifically authorized by
the Commission in writing, no inter-
pretation of the meaning of the regula-
tions in this part by any officer or em-
ployee of the Commission other than a
written interpretation by the General
Counsel will be recognized to be bind-
ing upon the Commission.

§54.7 Written communications.

All applications, correspondence, re-
ports, and other written communica-
tions shall be filed in accordance with
applicable portions of 10 CFR 50.4.
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